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State of Illinois Ora 4

ENVIRONMENTAL PROTECTION AGENCY

Mary A. Gade, Director 2200 Churchill Road, Springfield, IL 62794-9276
217/782-0610 '

November 26, 1996

Commonwealth Edison Company

Environmental Services Department =

Post Office Box 767, 35SFNW Wi aaad Yad
Chicago, Illinois 60690 InoUR

Re: Commonwealth Edison Company
Crawford Generating Station
NPDES Permit No. 1L0002186
Draft Permit

Gentlemen:

Attached to this letter is a copy of the draft Permit, Public Notice/Fact Sheet for your discharge. The Agency
proposes to issue the NPDES Permit for your discharge as shown in the draft Permit. '

Fifteen days from the date of this letter, the Agency proposes to distribute the attached Public Notice/Fact Sheet
statewide. If you have objections to the content of the Public Notice/Fact Sheet, a written statement must be
received by the Agency at the indicated address, attention: NPDES PN Clerk within 10 days.

The Agency will receive comments regarding the Permit for a period of 30 days after the Public Notice is issued.
If you wish to comment or object to any of the terms and conditions of the Permit, you must state the objections
in writing prior to the end of the public notice. The Agency may or may not change the Permit based on comments
received from you or the public.

[f you should have questions or comments regarding the above, please contact Beth Unser at the indicated telephone
number.

Very truly yours,
-
A E W

Stephen F. Nightingale, P.E.
Manager, Industrial Unit, Permit Section
Division of Water Pollution Control Cf

SFN:BAU96111903.P8J
Attachments: Draft Permit, Public Notice/Fact Sheet

ce:  Records Unit
Compliance Assurance Section

USEPA



NPDES Permit No. [L0O002186 fua S0l B
Notice No. BAUN86111803.PSJ
Date:

National Pollutant Discharge Elimination System (NPDES)
Permit Program

PUBLIC NOTICE/FACT SHEET
of
Draft Modified NPDES Permit to Discharge inta \Waters of the State

Public Notice/Fact Sheet Issued By:

linois EPA

Division of Water Pollution Control
Permit Section

2200 Churchill Road

Springfield, lllinois 62706
217/782-0610

Name and Address of Discharger: Name and Address of Facility:
Commonwealth Edison Company : Commonwealth Edison Company
Environmental Services Depanment Crawford Generating Station
Post Office Box 767, 35 FNW 3501 South Pulaski

Chicago, lllinois 60690 Chicago, lllinois 60623

(Cook County)

The lllinois Environmental Protection Agency (IEPA) has made a tentative determination to modify an NPDES permit to discharge into the
waters of the state and has prepared a draft permit for the above named discharger.

Length of Permit: Approximately 3 1/2 Years
Name of Receiving Waters: Chicago Sanitary and Ship Canal
Classification of Receiving Waters: Secondary Contact and Indigenous Aquatic Life Water

The following water quality and effluent standards and limitations were applied to the discharge:

Except as otherwise noted the effiuent concentrations and load limitations (including toxics) were based on effluent and, if applicable, water
quality limitations specified in lllinois Pollution Control Board (IPCB), Rules and Regulations, Subtitle C: Water Pollution and/or 40 CFR 423.

The applicant operates Crawford Generating Station which is a fossil fueled steam electric generating facility with a net generating capacity
of 702 MW (SIC 4911). Coal, gas and cil are the fossil fuels used, Operational Units #7 and #8 are pulverized coal-fired furnaces. Unit
#6 which has six gas-fired boilers is retired on site. Twelve jet turbine peaking units which use gas or oil are operational on site. The
Chicago Sanitary and Ship Canal provides Condenser Cooling and House Service Water for station operations. Chicage municipai water
is the source supplying the station potable, sanitary and boiler feed water supply systems.

Regulated discharges from Crawford Generating Station to the Chicago Sanitary and Ship Canal are: No. 001 Condenser Cooling Water
and House Service Water with an average flow of 414.5 MGD; No. 001(a) Demineralizer Regenerant Wastes with an average flow of 0.035
MGD; No. 001(b) Unit #7 and #8 Beiler Blowdown with an average flow of 0.055 MGD; No. 001(c) Recirculating Wastewater Treatment
Systen Blowdown with an average flow of 1.05 MGD, No. 001(d) Intake Screen Backwash with an intermittent flow, and No. 002 area 14
runoff (boiler room area) with an intermittent flow.

The following modification is proposed:

As imposed by the Pollution Control Board's order AS 86-10, dated October 3, 1996, the following alternate thermal standards shall apply
at the |-55 Bridge as limitations for discharge in lieu of the requirements of Section 302.211(d) and (e}:
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Public Notice/Fact Sheet -- Page 2 -- NPDES Permit No. IL0002186

These standards may be exceeded by no more than 3°F during 2% of the hours in the 12-month period ending December 31, except that
at no time shall ComEd's plants cause the water temperature at the [-55 Bridge to exceed 93°F. (ComEd's plants continue to be subject
to the Secondary Contact Standards at the point of discharge).

Flow will be monitored. The primary parameters to be monitored and limited are pH, total suspended solids, oil and grease, total residual
chlorine, total residual exidant. iron, copper, and temperature.

Application is made for the existing discharges which are located in Cook County, lllinois at latitude 41° 49' 35" and longitude 87° 43' 24"

- Monitoring frequencies and reporting requirements were established by using the authority set forth in I[PCB, Subtitle C: Water Pollution
and/or Subtitle D, Mine Related Water Pollution, Title 40, Section 122.48 and 122.44(i) of the Federal Reguiations, and/or using the
authority provided in Section 402(a)(1) of the Clean Water Act.

Load limitations were calculated as follows:

(A) Average or Maximum Flow (MGD) X Cancentration Limit (mg/l) X 8.34 = ibs/day; and/or
(B) Average Monthly Production or Daily Production X Effluent Limitation from Federal Regulations = Ibs/day.

Interested persons are invited to submit written comments on the draft modified permit to the IEPA at the above address. The NPDES
permit and notice number(s) must appear on gach comment page. Any interested person may submit a written request for a public hear
on the draft permit, stating his or her name and address, the nature of the issues proposed to be raised and the evidence proposed to be
presented with regards to those issues.

The application, engineer's review notes including load limit calculations. Public Notice/Fact Sheet, draft modified permit, comments
received, and other documenis are available for inspection and may be copied at the IEPA between :30 a.m. and 3:20 p.m. Monday
through Friday.

All comments on the draft modified permit and requests for hearing must be received by the IEPA not later than 30 days from the date of
this publication. If written comments or requests indicate a significant degree of public interest in the draft modified permit, the permitting
authority may, at its discretion. hold a public hearing. Public nctice will be given 30 days before any public hearing. For further information
call the Public Notice Clerk at 217/782-0610.



NPDES Permit No. 1L0002186
[inois Environmental Protection Agency : Wl ko
Division of Water Pollution Control
2200 Churchill Road

Springfield, lllinois 62706
NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM

Madified (NPDES) Permit

Expiration Date: April 1, 2000 ' Issue Date: April 26, 1995

Effective Date:  April 26, 1995
Modification Date:

Name and Address of Permittes: Facility Name and Address:
Commonwealth Edison Company Commonwealth Edison Company
Environmental Services Department Crawford Generating Station
Post Office Box 767, 35 FNW 3501 South Pulaski
Chicago, lllinois 60680 Chicago, lllinois 60623

(Cook County)
Discharge Number and Name: Receiving Waters
001 Condenser Cooling Water Chicago Sanitary and Ship Canal

and House Service Water
001(a) Demineralizer Regenerant Wastes

001(b)  Unit #7 and #8 Boiler Blowdown
and Boiler Drain

001(c) Recirculating Wastewater
Treatment System Blowdown

001(d)  Intake Screen Backwash

002 Area 14 Runoff (Boiler Room Area)

In compliance with the provisions of the lllincis Environmental Protection Act, Subtitle C Rules and Regulations of the lllinois Pollution
Control Board, and the FWPCA, the above-named permittee is hereby authorized to discharge at the above location to the above-named
receiving stream in accordance with the standard conditions and attachments herein.

Permittee is not authorized to discharge after the above expiration date. In order to receive authorization to discharge beyond the
expiration date, the permittee shall submit the proper application as required by the lllincis Environmental Protection Agency (IEPA) not
later than 180 days prior to the expiration date.

Thomas G. McSwiggin, P.E.
Manager, Permit Section
Division of Water Pollution Control

TGM:BAU\96111803.PSJ
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NPDES Permit No. IL0002186

Effluent Limitations and Monitering

LOAD LIMITS CONCENTRATION
Ibs/day LIMITS mafl
30 DAY DAILY 30 DAY DAILY SAMPLE SAMPLE
PARAMETER AVG. MAX. AVG. MAX. FREQUENCY TYPE

1. From the effective date of this permit until the expiration date, the effluent of the following discharge(s) shall be monitored and limited
at all times as follows:

Outfall(s). 001 Condenser Cooling Water and House Service Water***

This discharge consists of: Approximate Flow

1. Condenser Cooling Water 414 .5 MGD

2. House Service Water 9.0 MGD

3. Demineralizer Regenerant Wastes 0.035 MGD

4. Boiler Blowdown 0.055 MGD

5. Boiler Drain Intermittent

6. Recirculating Wastewater Treatment System Blowdown 1.05 MGD

7. Intake Screen Backwash Intermittent

Flow (MGD)** Daily . Continuous -
Total Residual 0.2 1/Week *Concentra-
ChlorinefTotal Residual Oxidant* tion Curve
Temperature See Special Conditions 3, 4 and 5 Daily Continuous

*See Special Conditions 6 and 15.
**Shall be reported as a monthly average and daily maximum.
***See Special Condition 16.
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NPDES Permit Ne. ILO002186

Effluent Limitations and Monitoring

LOAD LIMITS CONCENTRATION
Ibs/dav LIMITS ma/l
30 DAY DAILY 30 DAY DAILY SAMPLE
PARAMETER AVG. MAX. AVG. MAX. FREQUENCY

SAMPLE
TYPE

1. From the effective date of this permit until the expiration date, the effluent of the following discharge(s) shall be monitored and limited

at all times as follows:

Qutfail(s): 001(a) Demineralizer Regenerant Wastes

This discharge consists of: Approximate Flow

1. Demineralizer Regenerant Wastes 0.035 MGD

Flow (MGD)** Daily
Totai Suspended Solids 15.0 300 1/Month

Qil and Grease 15.0 20.0 1fYear

*Sample type shall be 8-hour composite if the equalization tank is bypassed for maintenance purposes.
**Shall be reported as a monthly average and daily maximum.

. ]

Continuous
Grab*

Grab
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NPDES Permit No. 1L0002186

Effluent Limitations and Monitoring

LOAD LIMITS CONCENTRATION
Ibs/day LIMITS maf/l
30 DAY DAILY 30 DAY DAILY SAMPLE SAMPLE
PARAMETER AVG. MAX. AVG. MAX. FREQUENCY TYPE

1. From the effective date of this permit until the expiration date, the effluent of the following discharge(s) shall be monitored and limited
at all times as follows:

Qutfall{s): 001(b) Unit #7 and #8 Boiler Blowdown and Boiler Drain

This Discharge Consists of: Approximate Flow

1. Boiler Blowdown 0.055 MGD

2. Boiler Drain Intermittent

Flow (MGD)* Daily Continuous

Total Suspended Solids 15.0 30.0 1/Month 8-hour
Composite

Qil and Grease 15.0 20.0 1fYear Grab

*Shall be reported as a monthly average and daily maximum.
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NPDES Permit No. IL0002186

Effluent Limitations and Monitoring

LOAD LIMITS CONCENTRATION
Ibs/day LIMITS ma/l
30 DAY DAILY 30 DAY DAILY SAMPLE SAMPLE
PARAMETER AVG. MAX. AVG. MAX. FREQUENCY TYPE

1. From the effective date of this permit until the expiration date, the effluent of the following discharge(s) shall be monitored and limited
at all times as follows:

' Outfall(s): 001(c) Recirculating Wastewater Treatment System Blowdown***

This discharge consists of: Approximate Flow
1. Ash sluice water 0.5 MGD
2. Ash hopper overflow 0.25 MGD
3. Coal pile runoff Intermittent
4. Non-Chemical metal cleaning wastes Intermittent
5. Demineralizer filter backwash 0.01 MGD
6. Boiler and turbine building floor drains 0.03 MGD
7. Fuel oil handling area runoff Intermittent
8. Unit #7 air compressor cooling water 0.14 MGD
9. Coal storage area #2 runoff " Intermittent
10. Settling basin area #3 runoff Intermittent
11. Ash pile area #18 runoff Intermittent
12. Yard drainage areas #15 and 16 Intermittent
13. South detention basin consisting of area runoff from: Intermittent
a. Transmission terminal areas #5, 6 and 12

b. Transformer area #7

c. QOil storage areas #8 and 9

d. Power block area #11

e. Ash hopper and crib house area #13
f. Dock conveyor area #22

Flow (MGD)* Daily Continuous

pH See Special Condition 1 1MWeek Grab

Total Suspended Solids 15.0 30.0 1/Week 24 Hour
Composite

Qil and Grease 15.0 20.0 1MWeek Grab

Iron 1.0 1.0 1/Month** 24 Hour
Composite

Copper 0.5 1.0 1Month™* 24 Hour
Compoesite

*Shall be reported as a monthly average and daily maximum.
*The sampling frequency for total iron and total copper shall be daily during discharge of non-chemical metal cleaning wastes. At all other

times the sampling frequency shall be once per month.
*=*See Special Condition 16.
Outfall: 002 Area 14 Runoff (Boiler Room Area)

See Special Condition 17.
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NPDES Permit No. 1L0002186

Special Conditions

SPECIAL CONDITION 1. The pH shail be in the range 6.0 to 9.0.

SPECIAL CONDITION 2. Sampies taken in compliance with the effluent monitoring requirements shall be taken at a point representative
of the discharge, but prior to entry into the receiving stream.

SPECIAL CONDITION 3. The receiving waters are designated as Secondary Contact and Indigenous Aquatic Life Waters by Section
302.408, lllinois Administration Code, Title 35, Chapter 1, Subtitle C, as amended. These waters shali meet the following standard:

Temperatures shall not exceed 93°F (34°C) more than 5% of the time, or 100°F (37.8°C) at any time at the edge of the mixing zone
which is defined by Rule 302.102 of the above reguiations. :

SPECIAL CONDITION 4. In lieu of the requirements of Section 302.211(d) and (e), lllinois Administrative Code, Title 35, Subtitle C, as
amended, effluent shall not alone or in combination with other sources cause temperatures in the main channel of the Lower Des Plaines
River at the 1-55 Bridge to exceed the temperatures set forth in the following table, except in accordance with the allowable monthly
excursions detailed below:

Jan Feb Mar Apr Apr May  May  June June July Aug Sept Oct Nov Dec

*F 80 &0 65 73 80 85 90 80 N a1 81 90 85 75 65

These standards may be exceeded by no more than 3°F during 2% of the hours in the 12-month period ending December 31, except that
at no time shall ComEd's plants cause the water temperature at the |-55 Bridge to exceed 93°F. (ComEd's plants continue to be subject
to the Secondary Contact Standards at the point of discharge).

SPECIAL CONDITION 5. Permittee shall comply with all temperature limitations as imposed by the Pollution Control Board's order in AS
96-10, dated October 3, 1996.

SPECIAL CONDITION 6. Total residual oxidant shall not be discharged from any single generating unit for more than two hours per day.
The daily mean concentration of total residual oxidant shall be based on a concentration curve. The concentration curve shall be generated
using grab sampies with a sampling frequency of five minutes or less over the exposure time. The exposure time is defined to be from
the point of first detectabie measurement to the point of the last detectable measurement of total residual oxidant. Concentration curves
shall be submitted with Discharge Monitoring Reports. The frequency and duration of the oxidant dosing period plus the amount of chlori
or bromine applied shall be reported on the Discharge Monitoring Reports. For reporting purposes, the daily discharge shall be the average
of all non-zeroc values measured in a day and the monthly average shall be the average of ail daily discharges. Discharge Monitoring
Reports shall indicate whether chiorine or bromine compounds were used during the month.

For the purpose of determining compliance, the highest single instantaneous TRC/TRO concentration measured during compliance
curve sampling on any day will be regarded as the daily maximum concentration. Total residual oxidant concentration shall be
measured and reported in terms of total residual chlorine.

SPECIAL CONDITION 7. This facility has the following discharges of storm water associated with industrial activity:
The east oil water separator and switch house building roof drains, which discharge to the Chicago municipal combined sewer system.

SPECIAL CONDITION 8. There shall be no discharge of polychlorinated biphenyl compounds.

SPECIAL CONDITION 8. There shall be no discharge of complexed metal bearing wastestreams and associated rinses from chemical
metal cleaning unless this permit has been modified to include the new discharge.

SPECIAL CONDITION 10. Intake monitoring at Crawford Generating Station pursuant to Section 316(b) of the CWA was not required by
USEPA in letters to Commonwealth Edison Company dated February 19, 1975 and June 1, 1876. It is determined that no intake monitoring
or modification is being reguired by IEPA for reissuance of this NPDES Permit.

SPECIAL CONDITION 11. There shall be no discharge of collected debris from Qutfall 001(d) Intake Screen Backwash.
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NPDES Permit No. ILO0D02186

Special Conditions

SPECIAL CONDITION 12. The permittee shall record monitoring results on Discharge Monitoring Report Forms using one such form for
each discharge each month.

The completed Discharge Monitoring Report forms shall be submitted to IEPA no later than the 28th day of the following month, unless
otherwise specified by the permitting authority.

Discharge Monitering Reports shall be mailed to the IEPA at the following address:

lllinois Environmental Protection Agency
Division of Water Pollution Control

2200 Churchill Road

Post Office Box 19276

Springfield, lllinois 62794-9276

Attention: Compliance Assurance Section
SPECIAL CONDITION 13. The upset provisions of 40 CFR 122.41(n) are hereby incorporated by reference.
SPECIAL CONDITION 14. The Agency may modify this permit during its term to incorporate biomonitoring requirements and additional

limitations or requirements based on the biomonitoring results. Modifications under this condition shall follow public notice and opportunity
for hearing.

SPECIAL CONDITION 15. A discharge limit of 0.05 mg/l (instantaneous maximum) shall be achieved for total residual oxidant when
bromine biocides are used for condenser biofouling control, in accordance with Special Condition 4. Total residual oxidant shall be
measured and reported in terms of total residual chlorine. Construction of treatment facilities which may be necessary to meet the limit
for total residual oxidant may not be started until a construction permit has been issued by the Agency.

SPECIAL CONDITION 16. The Agency has determined that the effluent limitations in this permit constitute BAT/BCT for storm water which
is treated in the existing treatment facilities for purposes of this permit reissuance, and ne pollution prevention plan will be required for such
storm water. |n addition to the chemical specific monitoring required elsewhere in this permit, the permittee shall conduct an annual
inspection of the facility site to identify areas contributing to a storm water discharge associated with industrial activity, and determine
whether any facility modifications have occurred which result in previously-treated storm water discharges no longer receiving treatment.
If any such discharges are identified the permittee shall request a madification of this permit within 30 days after the inspection. Records
of the annual inspection shall be retained by the permittee for the term of this permit and be made available to the Agency on request.

SPECIAL CONDITION 17. STORM WATER POLLUTION PREVENTION PLAN (SWPPP)

A. A storm water pollution prevention plan shall be developed by the permittee for the storm water associated with industrial activity at
this facility. The plan shall identify potential sources of pollution which may be expected to affect the quality of storm water discharges
associated with the industrial activity at the facility. In addition, the pian shall describe and ensure the implementation of practices
which are to be used to reduce the pollutants in storm water discharges associated with industrial activity at the facility and to assure
compliance with the terms and conditions of this permit.

B. The plan shall be completed within 180 days of the effective date of this permit. Plans shall provide for compliance with the terms
of the plan within 365 days of the effective date of this permit. The owner or operator of the facility shall make a copy of the plan
available to the Agency at any reasonable time upon reguest.

C. The permittee may be notified by the Agency at any time that the plan does not meet the requirements of this condition. After such
notification, the permittee shall make changes 1o the plan and shall submit a written certification that the requested changes have been
made. Unless otherwise provided, the permittee shall have 30 days after such notification to make the changes.

D. The discharger shall amend the plan whenever there is a change in construction, operation, or maintenance which may affect the
discharge of significant quantities of pollutants to the waters of the State or if a facility inspection required by paragraph G of this
condition indicates that an amendment is needed. The plan should also be amended if the discharger is in violation of any conditions
of this permit, or has not achieved the general objective of controlling pollutants in storm water discharges. Amendments to the plan
shall be made within the shortest reasonable period of time, and shall be provided to the Agency for review upon request.



Page 8

Modificaiton Date:

NPDES Permit No. 1L0002186

Special Conditions

of this permit, or has not achieved the general objective of contralling pollutants in storm water discharges. Amendments to the plan
shall be made within the shortest reasonable period of time, and shalil be provided to the Agency for review upon request.

E. The plan shall provide a description of potential sources which méy be expected to add significant quantities of pollutants to storm
water discharges, or which may result in non-storm water discharges from storm water outfalls at the facility. The pian shall include,
at a minimum, the following items:

1. Atopographic map extending one-quarter mile beyond the property boundaries of the facility, showing: the facility, surface water
bodies, wells (including injection wells), seepage pits, infiltration ponds, and the discharge points where the facility's storm water
discharges to a municipal storm drain system or other water body. The requirements of this paragraph may be included on the
site map if appropriate.

2. A site map showing:

iii.

vi.

vii.

viii.

ix.

The storm water conveyance and discharge structures;
An outline of the storm water drainage areas for each storm water discharge point;
Paved areas and buildings;

Areas used for outdoor manufacturing, storage, or disposal of significant materials, including activities that generate
significant quantities of dust or particulates.

Location of existing storm water structural control measures (dikes, coverings, detention facilities, etc.);
Surface water locations and/or municipal storm drain locations

Areas of existing and potential scil erosion;

Vehicle service areas;

Material loading, unloading, and access areas.

3. A narrative description of the following:

The nature of the industrial activities conducted at the site, including a description of significant materials that are treated,
stored or disposed of in a manner to allow exposure to storm water;

Materials, equipment, and vehicle management practices employed to minimize contact of significant materials with storm
water discharges;

Existing structural and non-structural contral measures to reduce poliutants in storm water discharges;
Industrial storm water discharge treatment facilities;

Methods of onsite storage and disposal of significant materiais;

4. A list of the types of pollutants that have a reasonable potential to be present in storm water discharges in significant quantities.

5. An estimate of the size of the facility in acres or square feet, and the percent of the facility that has impervious areas such as
pavement or buildings.

6. A summary of existing sampling data describing pollutants in storm water discharges.
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NPDES Permit No. IL0002186

Special Conditions !

F. The plan shall describe the storm water management controls which will be implemented by the facility. The appropriate cantrols shall

reflect identified existing and potential sources of pollutants at the facility. The description of the storm water management controls
shall include: .

1. Storm Water Pollution Prevention Personnel - Identification by job titles of the individuals who are responsible for developing,
implementing, and revising the plan.

2. Preventive Maintenance - Procedures for inspection and maintenance of storm water conveyance system devices such as

oiliwater separators, catch basins, etc., and inspection and testing of plant equipment and systems that could fail and result in
discharges of pollutants to storm water.

3. Good Housekeeping - Good housekeeping requires the maintenance of clean, orderly facility areas that discharge storm water.
Material handling areas shall be inspected and cleaned to reduce the potential for pollutants to enter the storm water conveyance
system.

4. Spill Prevention and Response - Identification of areas where significant materials can spill into or otherwise enter the storm water
conveyance systems and their accompanying drainage points. Specific material handling procedures, storage regquirements, spill
clean up equipment and procedures should be identified, as appropriate. Internal notification procedures for spiils of significant
materials should be established.

5. Storm Water Management Practices - Storm water management practices are practices other than those which control the source
of pollutants. They include measures such as installing oil and grit separators, diverting storm water into retention basins, etc.
Based on assessment of the potential of various sources to contribute pollutants, measures to remove pollutants from storm water
discharge shall be implemented. In developing the plan, the following management practices shall be considered:

i. Containment - Storage within berms or other secondary containment devices to prevent leaks and spills from entering storm
water runoff;

ii. Oil & Grease Separation - Oil/iwater separators, booms, skimmers or other methods to minimize oil contaminated storm water
-discharges;

iii. Debris & Sediment Control - Screens, booms, sediment ponds or other methods to reduce debris and sediment in storm water
discharges;

iv. Waste Chemical Disposal - Waste chemicals such as antifreeze, degreasers and used oils shall be recycled or disposed of
in an approved manner and in a way which prevents them from entering storm water discharges.

v. Storm Water Diversion - Storm water diversion away from materials manufacturing, storage and other areas of potential storm
water contamination;

vi. Covered Storage or Manufacturing Areas - Covered fueling operations, materials manufacturing and storage areas to prevent
contact with storm water.

6. Sediment and Erosion Prevention - The plan shali identify areas which due to topography, activities, or other factors, have a high
potential for significant soil erosion and describe measures to limit eresion.

7. Employee Training - Employee training programs shall inform personnel at all levels of responsibility of the components and goals
of the storm water pollution control plan. Training should address topics such as spill response, good housekeeping and material
management practices. The plan shall identify periodic dates for such training.

8. Inspection Pracedures - Qualified plant personnel shall be identified to inspect designated equipment and plant areas. A tracking
or follow-up procedure shall be used to ensure appropriate response has been taken in response to an inspection. Inspections
and maintenance activities shall be documented and recorded.

G. The permittee shall conduct an annual facility inspection to verify that all elements of the plan, including the site map, potential
pollutant sources, and structural and non-structural controls to reduce pollutants in industrial storm water discharges are accurate.
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NPDES Permit No. IL0O002186

Special Conditions

Observations that fequire a response and the appropriate response to the observation shall be retained as part of the plan. Records
documenting significant observations made during the site inspection shall be submitted to the Agency in accordance with the
reporting requirements of this permit.

This plan should briefly describe the appropriate elements of other program requirements, including Spill Prevention Control and
Countermeasures (SPCC) plans required under Section 311 of the CWA and the regulations promulgated thereunder, and Best
Management Programs under 40 CFR 125.100.

The plan is considered a report that shall be available to the public under Section 308(b) of the CWA. The permittee may claim
portions of the plan as confidential business information, including any portion describing facility security measures.

The plan shall include the signature and title of the person responsible for preparation of the plan and include the date of initial
preparation and each amendment thereto.

REPORTING

The facility shali submit an annual inspection repart to the lllinois Environmental Protection Agency. The report shall include results
of the annual facility inspection which is required by Part G of the Storm Water Pollution Prevention Plan of this permit. The report
shall also include documentation of any event (spill, treatment unit malfunction, etc.) which wouid require an inspection, resuits of the
inspection, and any subsequent corrective maintenance activity. The report shall be completed and signed by the authorized facility
employee(s) who conducted the inspection(s).

The first report shall contain information gathered during the one year time period beginning with the effective date of coverage under
this permit and shall be submitted no later than 60 days after this one year period has expired. Each subsequent report shall contain
the previous year's information and shail be submitted ne later than one year after the previous year's report was due,

Annual inspection reports shail be mailed to the following address:

llinois Environmental Protection Agency
Division of Water Poliution Control
Compliance Assurance Section

Annual Inspection Report

2200 Churchill Road

P.O. Box 18276

Springfield, lllinois 62794-9276

If the facility performs inspections more frequently than required by this permit, the results shall be included as additional information
in the annual report.

SPECIAL CONDITION 18. In the event the permittee shall require the use of water tratment additives not previously used in the station's
main condensors, the permittee shall request a modification in the permit in accordance with the standard conditions, Attachment H.

SPECIAL CONDITION 19. The use or operation of this facility shall be by or under the supervision of a Certified Class VARIABLEK

operator.
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slocted fime over & periad not axceading 15 minuios
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il s ) at p he miorvals dunng the operaling hours of 8 faciity over an B-hour

perod
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sompling o the toial sirosm How smce the colleciion of the pravious shguol

(1) Duiy to comply. The pormutise musl comply with all conditions of this parmit
Any promit nong w constitules & viol of the Act snd is grounds lor
anlorcemant action, permil terminaiion, revoenlion snd imseuance, modilicution,
ar for denial of 0 pormil renesws! spplication The permittos shall comply with
aliluent standsrds or protubitions eetebhshed vnder Soction 307 (e} of the Clesn
Water Act lor toxie pollutants within the lime provided in the regulations thal
vatoblish those stondards or pluhihl!ll)na. wven il the permit has nol yel baon

fitied 1o inc tha reg vent

12) ity 1o reapply 1 the wighen o ¢ s sctivity regulsted by this
pariet after the expistion dele of This parmil, the petmiites must apply lor and
oblan & new permil If the permities subimile b propw spghicotion as requied by
the Agency no Ister then 180 dsys pror 1o the expuralion dete, this permit shell
continug in full iorce and alfect untd tha finel Agency decinon on the applicaiion
haa bean made

13)  Nead to halt or rede ity not & def: It sholl not be a defenss for »
parmilien n 80 snforcemant action thal it would have been necesssry to hall or

roduce the parotted activity n order lo i with tha
of this paimit.

(4} Duty to mitlgats The permitise shall laks all Lilo stepa to minimire or
[ any dischergs in v of this paremit which hoes a ressonat:le hkebhood

of sdverssly affsching humsn hoslth or the anvmunmmmnt

1)  Prope: operstion sad melniensnce The paroiien shall ot oll tunes proporly
apersis end i sl ond wy ul sl control (snd
roletad appurtansncas) which are lnstalled or uestd by tha pannilies 1o schiovn
comphonca with the conditiuns nl Hhus puuml Progrv opurstion snd mpitlanance

tudes sltaciive porl W, o opaaton s1ailiong snd

woning, and odeguate laboratory and procuss conlrole, including apgropieio
quality sssutence procedures This provision taguiran tho upecston of beck-up, or
suniliary fscilitine, or simder wystems only when nocessnry Lo achieve
complianee with the conditions of the permit
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Parmli sotlons This parmil mey ba modified, ad and rei d, or ! d
fo1 cauge by the Agency pununm 10 20 CFR 122.82. Tha filing M a uquelt b\r thc
parmities lor & permll it ion and rei i

natification of pl i changes or salici dwnollturw

permit condition

Property righta. This permit doos not convey Bny property rights of any sor, or
any exclusive prvilege.

Duty to pravide Inf lon. The p shali furnigh to the Apency within a
wmwwmmmmwmﬂmtwm
whether cause exists lor modifying. i or ting this
um«mm:wmlhmmtummm
Twmish 1o the Agency, upon copias of cu required to be kept by this
parmit

inapection and eniry. The permittae sholl alow an nuthorized representative of
tha Agancy, upon the prasenislion of credentiste snd other documants as may ba
reqquied by law, (o

(] Entar upon the permities’s p where a regulated lacility ar sctivity is
b d ot Juctad, o whora da musi be kepi under the cr.mdl!ionn
of thia pormit,

) Hove nccess (o end copy, ot resscnable times, any records that must be
hepl under the conditions of this pearmit,

] Inapact ol reaeonsble |Imn eay incilitias, aq {including
and control i P or oparali guisted or i
under this perimit, and

) Sampleor or a1 do timas, jor the purpose of sssuring permit
o or a8 otharwi 0 d by the Act, eny substances or
parameters &f any location
Monltoring end recosds.
s}  Semples and taken for the purpose of monitoring shell be
> iva of tha i i actit
b) The permities shall ratain of all itoring inf i includi

(1] ulihulion and mamhnmca mofds and al original  strip ch.art

di 1 copies of oll reports
r.quirld hv Ihil parmii, and records of ail data used to complata tha
application foe thia parmit, for 8 pariod of at lsast 3 years from the date of
this permit, measurement, reporl or epplicstion. This perod mey be
antendad by request of the Agency at any time.

le) Ri ds of itoring inf ion shall includs:

(1} Tha dats, exact piace, and time of ling or

(2} The individusl{s} who parformed the sampling or messurements;

13)  The dutels) snalyses were perfcrmed;

14)  The ndividuatls) who performed the enat

5]  The snalytical lechniques or methods used, end
(8}  The resulls of such enalyses.

] Mo ing must be cls d to test p o d
under ‘0 CFR Part 138, unless other test pmceduru have been lmnﬂlﬂ

in this parmit. Whaere no lest procedurs undar 40 CFR Pert 136 has been
approved, the permitiee must submit to the Agency a test mathed for
spprovel. Tha permities shall cahhrnte and parform maintenance

A ilering and analylical ion at intervals to

P on all
onsura sccuracy of mansummonts

Signatory roq All appli
Agency shall be signnd and certified.

. reporie or nformation submitted to tha

{n} Applicetion All permit applications shall be signad as follows:

11} For a corparstion: by a principal exsculive officer of at least the
lovel nl uu:- pmlldwrt or & person of position having oversil
P y for for the corporation;

{2} For @ parinsrship or sole propri hip: by a g
the proprisior, respecively. or

| portner or

3) Fora icipal
sither o pri I

y. State, Fad: 'uamuwwemb\f
iwe officer or renki i official

ol Reporte All roports required by its. or ather inf ted by
the Agency shall be signed by & parson described in paragraph lo)oc by a
duly authorized ruprasantstive of that peraon. A person is 3 duly suthurized
rapresantulive only i

1Y) Tho auihoriesiion s made in writing by & parson describad in
parograph lak, snd

{2)  The puthurization specifies aither an individual or & position
responsible lor tho overall operation of tha facility, frem which the
discharge originates, such es @ plant mansger, supariniondent or
person of aquivelent responsibility; end

131 Tha written suthorization is sub d o the Agency.

PRINIE() OM RECYCLED PAPEP
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{el Changes of A lzatlon, I an under (bl la na longer

b a dilf individual or ition has responsibility for the

ovarall oparation of u\. tacility, ® naw sulhorizetion satislying ithe

Wﬂﬂmlhmmwlmlnonwmhmwlw

with any reports, , or applicats 10 ba signad by sn authonzed
rapresantetive.

L}
Reporting requirementa.

at P d changes The p shall jive notice to The Agency as suan
as possible of any planned phymcal alleralions or pdditions 1o the

permittad lacilily

5] Antlc 1 Thee permittoe shall giva notice 10
the Agancy of any planned changes in the permiited lacility or sctivily
which may result in noncomphance with permil requirsmants.

(e} C il hedules Reports of comph or s wilh, of
any progross raports on, intarim and finel requiremants contenad in sny
compliance schedule of this parmit shall ba submiited no later than 14
days following each scheduls dais.

5] Monitorl M g rosulis shall ba reported ai the mnlervels
spacified oluwl'mrc in this pumci

{1} Monitoring results must be reported on 8 Discharge Monitonng
Report IDMA),

12) I the p any [ mare than
required by the permil, using Test procadures spproved under 40
CFR 138 or as specilied i the penmil, the resulls of Ihis moniornng
shall be included in the calculation and reporting of tha dais
subritted in the DMA.

{3} Calculstions for ail which requi ging of
messuremants shall utilize an enthmetic mean unless otharwise
spacified by the Agency in the perrmil

le} Twanty-four _hour reporting. The permittes shall report sy
nun:nmphnnca which may endanger health or tho environmenl Any
1 ion shall be provided orally within 24 hours lrom the tima tha
mﬂmmﬂmwue of the ci A werilten sub shell
glso be provided within 5 days of the timo tha permities becomes awarn of
the circumstances. The writtan submission sheall comtain a doscnpton of
the noncompliance and its causa; the perind of noncomplisnce, inchuding
exact dates and timas; and f the noncompliance hos nol boon cormecied,
the anticip tima it is d 1o inus, and staps token o planned
o Mm. elimithate, and prmnl reoccuntence of the noncomplance The
foll g shall ba included as nf which musi be reporied wilhin

24 hours:

{1} Any unanticipated bypass which excesds any alfluent lirnilntion
the permit;

2} Viclation of a daily discharg tor any ol the
pollutants listad by the Agency in the permil tu bo roparied willwn
24 hours;

The Agency may waive Ihe wrilten report on a casa-hy cnse besis il the
oral report has baen received within 24 howrs

U] Othar The parmi shall repont all wmstanens  of
nencempliance not reporied under parngraphs (12)el, ) or (8l al the
time monitoring reports are submitted Tho repoerts ahall contom the
information listed in paragraph {12)le)

gl Other information. Whare the parmiltes bacomas awnrs that i lmilod (o
submit sny relevant facts in & permin opphcation, of submitted mcorrect
information in & permit application, or i any report 10 1he Aguncy, 0 shull
promptly subrt such facts or informalion

Transfar of ptrmlﬁ. A permil may be pulomaticolly bansfened 10 0 new
permittee if

Ink Tha currant parmittee natilies tha Agency al leest 30 dayi m advanco ol
the proposed tranafar dale;

Ib) The notice includes a wrillen eg tha a a0 new
permittess containing a specific date for fat of parmt une
covarage and flebility betwean the current and new permiitons, ond

el The Agency does nol notify the onisting psrmi and the | 1 now
permittos of its intant 1o modify or revoka and reivsus the parmil 1 this
nolice is not received, the iransfer is oflective on the datv specifiad in the
agreament.

All i i ial, mining, end sivicultural dischargers must notify
the Agency as BWﬂ as thay know or have reason o believe:

{al  Thet sny sctivity has occurred or will occur which would result in tha
discharge of any toric polutant identified undsr Section 307 of the Cleon
Wiatar Act which is not imited in the permit, if that discharge will exceed
the highest of the following norificstion levels:

11 One hundred microgramas per liter {100 ug/Il;

(16)

(18}

nn

e

nw

{20}

21

221

123

124)

12)  Two hundrad micrograms par fiter {200 ug/ll lor acrolein and
acrylondslle, five hundred microgrmms par litar (500 ug/h far 2.4-
initrophanal and for 2-mathyl-4,8 dimtiophencl, and one milligrem
par lter {1 mg/l} Tor antimony,

{31 Five {5} iimes the marimum conceniration value reporied for thet
pollutahl in the NPDES parmit apphlcstion, or

141 The Invel sotablinhed by ths Agency in ths parmil

b} Thal they hove begun o expact o begin 1o use or manulsciure as an
witermad or final p or byproduct any towic polluisnt which wes

not reportad i tha NPDES permit application.

All Publicly Ownmd Traptment Works (POTWal must provide sdequsie notice to
tha Agency of the Tolowng

(a} Any new introduciion of poflutents inle thst POTW from sn indirect
dinchurgms which would ba subject 1o Sections 301 or 306 of the Clesn
Wntar Actf 1t ware dractly discharging those poliutants, and

[ -] Any sub ) changs in tho vaol or ¢k ol polk ta belng
ntroduced mio thel POTW by 8 source inroducing pollutants mio the
POTW al the lume of msuance of the permil

fch For putposes of th parapeaph, adeguate nobea shall include information
on il tha quality and g y of afflusnt inte ad into the POTW, and {u)
any anhcpated smpect of the change un the quaniity o quohity of afliuant
10 b discharged from the POTW

It tha parmil 15 wsaod 10 o pubibely owenad or pubhcly ragualiied iraatmant works,
1he parnmiiton shall recenes any mdusionl user of such raalmant works fo comply
with faders! requirsmianis conuarming

(i} Usar charges pursuant In Section 2040 of the Clann Waisr Act, and
sppheabls rogulations sppesnng w 40 CFR 35,

¥d] Towe pollutant sflluent and pratraaks t stondnrds pursiani (o

Suchon 307 of the Claan Waster Act, nnd

i Inspechion, montonng sl entry pursusnt o Secton 300 ol the Clean
Water Act

It on spplicabin standard or Nmitation s promulgatod undee Sochon 30116) (21(C)

and D), 304MLNHZY or 207002} and that alflusnt siandord o hroistion 3 mom

sinngent than any offluont hmitation m the permil, or conlrols 8 poliutanl nnt

fimited i tha pecmat, uapmmumlltn, Iy difimd tr ko, and
d 1o conl 1o that ol o or

Any suthonsation lo conaltuct waued to tha parmilles pursuant to 35 I Adm,
Code 309 154 w horaby pornied by asn dititin of This parmit

The partraties shall tot inoke sny fales pr or e "
prry apphoation, recond. repor, plan or other o by 4 10 the Agency ue
ithe USFPA, o tanured ta ba mamisined undar this parmi

The Claan Water Act providus that any parson who violalas s parmal condition
implemonting Sections 301, 302, 308307, 308, 318, or 405 of 1he Clesn Water
Act 1 subyoct 1o a cnal pannity not o nxceed $10.000 per day of such violation
Any parson who willlully o neghgently violales parmil condibuns enplamentiog
Sections J01. 302, 306, 30/, or 308 of the Clann Water Act is subject to a linn
al not jess thon $2.500, oo more than $25,000 pa dny of violstion, or by
imprigonmont lor ool morn then oo yoar, or holh

The Clean Walsr Acl provadus that any parson who fslsilies, lempers with, o
knowingly renders mecourale any monitoring device o mathod regqured 1o be
mamipned undar pormit shall, upon conwelion, ba punishad by & foe of nat more
than $10,000 per or by impr far nol mora than G manths par
wiolation, or by boih

‘Illo Cleon Watar Act prowden thal pny parsen who knowingly makes any fales

£ nr i m ony rocord o other document
e rogquasd o e undar tus permit shall, cheding
mksmtonng repodin of roporin of o T b shall, upon
vamaciion, be punishsd by » fine of not mon than $10,000 poe vialatin, or by
g monment for nal mern ihan 8 monthe par vielaton, or by Both

Cok Lt vg. shurrien, sludges, and other solids shell be disposed of m such
» mannar as o praveni eniry of thoss wastes (or runofl from tha wasies) mitn
watsrs of the Stale The proper suth for such disposal shall be ot i
from the Agency and ie Incorporated a3 part hareo! by reference,

In coen of fhct b thoss dard and uny other conditionls)
wcluded in Ihis permil. The other condionis) shall gavern

The p shall ply with, in addition 1o the of the pecmit, ol
spplicable provisions of 35 Ill. Adm. Code, Subtitle C, Subtitls D, Subtitle £, and oll
spplicable orders of the Bowrd,

The provisions of this parmit are seversble, and if any provision of this parmil, or
the s of any p of this permit i held invalid, the remaining
provisions of this parmit shall eontinue in full force snd effect

12-1-88)
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é VP
Commonwealth Edison Company 5 a;—/wq /./ 4 b= J)

One First National Plaza

P.O. Box 767 M"“Z‘rfu{w—— g ans /ﬁ/

Chicago, IL 60690-0767

September 16, 1996 _ RE(“FFWED

—

Hand Delivered SEP 19 1996
Mr. Thomas McSwiggin Environmertia « 1 wuon AGENcy
Manager, Permit Section WPC-- Permit Log In

Division of Water Pollution Control
Illinois Environmental Protection Agency
2200 Churchill Road

Springfield, Illinois 62706

Subject: Crawford Generating Station, NDPES Permit No. TL0002186 &
Joliet 9 Generating Station, NPDES Permit No. IL0002216 -
Joliet 29 Generating Station, NPDES Permit No. IL0064254 '
Will County Generating Station, NPDES Permit No. IL0002208

Dear Mr. McSwiggin:

This letter follows up on our discussions earlier in the summer concerning the best
approach for revising the NPDES permits for the subject stations to incorporate alternate
thermal limitations once the Illinois Pollution Control Board takes action on our pending
316(a) petition. The Board is expected to issue a final ruling in this matter at its October
3rd meeting. As you may recall, because 316(a) thermal limitations usually are granted
for a period of five years, it was your belief that it is administratively most efficient to
re-issue the affected NPDES permits for a new five year term. In this regard, you
requested that we inform your office of any new information concerning the operations
and waste water discharges at these stations since submitting the previous NPDES
permit applications. This letter serves to provide you with this information.

Crawford Generating Station - No changes, all is in operation as indicated in the
September 6, 1994, NPDES permit application.

Joliet 9 Generating Station - No changes, all is in operation as indicated in the May 26,
1995, NPDES permit application.

Joliet 29 Generating Station - No changes, all is in operation as indicated in the May 26,
1995, NPDES permit application.

Will County Generating Station - No changes, all is in operation as indicated in the
November 29, 1989, NPDES permit application.

A TTateermmm 6 ATt e s



Mr. Thomas McSwiggin
Page 2
September 16, 1996

[ am also enclosing is a copy of suggested permit language that was drafted last March at
the request of EPA Region 5. As you may recall, EPA wanted some assurance that
conditions in any re-issued NPDES permits would clarify that all ComEd generating
facilities operating upstream of the I-55 Bridge, especially the two Joliet stations, have
an ongoing responsibility to comply with temperature standards applicable downstream
of the Bridge. The enclosed draft language, which IEPA has previously reviewed, is
intended to achieve this end.

In closing, we would appreciate the Agency’s timely efforts toward re-issuing the
subject NPDES permits following the Board’s ruling. As you are aware, it is not until
revised permits are issued can the underlying purpose of alternate thermal limitations be
fully realized. Please feel free to contact either myself or Max Cole at (312) 394-4435 or
(312) 394-2829, respectively, if you need any further information or have questions.

efﬁ'e;;nith

Supervisor of Water Quality

encl.

envde/
canmecsw,doc



REVISED DRAFT PERMIT LANGUAGE FOR JOLIET S7AS.

Special Condition No. ___:

A

Water temperature is 1o be monitored in the discharge canal prior to entry to the Des
Plaines River. Influent river temperature shall also be monitored. The monthly
average and monthly maximum values shall be reported on the monthly DMR form,
The daily average and daily maximum water temperatures shall also be submitted with
the monthly DMR.

The receiving waters are designated as Secondary Contact and Indigenous

Aquatic Life Waters by Section 302.408, Illinois Administrative Code, Title 35, Subtitle
C, as amended. Discharges to these waters shall comply with the following water
quality standard:

River temperatures shall not exceed 93°F (34°C) more than 5% of the time, or
100°F (37.8°C) at any time at the edge of the mixing zone which is defined by
Rule 302.102 of the above regulations.

Special Condition No. ___:

A

In lieu of the requirements of Section 302.211 (d) and (¢), Illinois Administrative Code,
Title 35, Subtitle C, as amended, thermal effluent of Qutfall ___ shall not alone or in
combination with other sources cause temperatures in the main channel of the Lower
Des Plaines River at the I-55 Bridge to exceed the temperatures set forth in the
following table, except in accordance with the allowable monthly excursions detailed
below :

[INSERT APPROPRIATE PROPOSED MONTHLY STANDARDS TABLE and
ALLOWABLE EXCURSION PERIODS]

When it appears that discharges from OQutfall __ have the reasonable potential to cause
water temperatures at the I-55 Bridge 1o exceed the values set forth in the above table,
the permitiee shall determine whether, and the extent to which, station operations
must be restricted to avoid violating the above-stated limits, The permitiee shall
make such a determination based upon the outputs of a predictive model reasonably
suited for such a purpose.

The permitiee shall maintain and operate a water temperature monitor and a suitable
back-up monitor at the I-55 Bridge. The permittee shall record river temperatures at
the I-55 Bridge at least once every 15 minutes, and shall report on the monthly DMR
the daily maximum temperature recorded and the cumulative number of excursion
hours, if any, above the monthly temperature standards set forth in the above table.



ALTERNATE PROPOSER STANPARPS FOR THE 155 BRIDGE

April | April | May |May |June |June |lJuly | Aug. | Sept. | Oct. | Nov. | Dec.

1-15° [ 1630 [1-15 [16-3) [i-15 | 16-30
o o1 for Joo “[8s |75 |e6s

MONTH Jan. | Feb. | Mar.

Proposed | 60 60 65 73 80 85 90 a0

:‘\Ilcrnalc
Standards
(°F)

- These standards may be exceeded by no more than 3° F during 2% of the hours in the twelve-month punml ending December 31,
except {hat at no fime shall the walcr lempcramrc cxcccd 93°F.

- ComEd's Plants are Subjt:[:l (o the Poard s Sccondary Contacy slandarqs at the polnl of dlscharge C(}IIIE(I is not pmpusmg ¥
nhl‘un relief from those slandards




REVISED DRAFT PERMIT LANGUAGE FOR FISK, CRAWFORD AND WILL COUNTY STATIONS:
Special Condition No. __:

The receiving waters are designated as Secondary Contact and Indigenous Aquatic Life Waters
by Section 302.408, Illinois Administrative Code, Title 35, Subtitle C, as amended. Discharges
to these waters shall comply with the following water quality standard:

Canal temperatures shall not exceed 93°F (34°C) more than 5% of the time, or
100°F (37.8°C) at any time at the edge of the mixing zone which is defined by
Rule 302.102 of the above regulations.

Special Condition No. ___:

In licu of the requirements of Section 302.211 (d) and (e), Illinois Administrative Code,
Title 35, Subtitle C, as amended, thermal effluent of Outfall ___ shall not alone or in
combination with other sources cause temperatures in the main channel of the Lower

Des Plaines River at the I-55 Bridge to exceed the temperatures set forth in the

following table, except in accordance with the allowable monthly excursions detailed below :

[INSERT APPROPRIATE PROPOSED MONTHLY STANDARDS TABLE and
ALLOWABLE EXCURSION PERIODS]

dfithree.doc
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ALTERNATE PROPOSED STANDARRS FOR THE |-55 BRINGE

MONTH Jan. Fep. Mar. | April | April | May |May |Junc |Junc |July | Aug. | Sept. | Oct. Nov. | Dec.
15 1630 |15 | 163) |1-is [1630 | :

Proposed |60 (60 65 |73 (80 [85 [90 f90 for for Jor Joo |85 |75 |6s

Allernate :

Standards

(°F)

-- These standards may be excee

i £ |
except that

- ,.Cumlit!'s : '
obthin relief

b

qeq P¥ q'q more than 3°F during 2% o[ Hu: !m_urs in the (welve-month Pc_rim! cnding December 31,

al no li:me'?'{al! 'g_hc‘-w_alleg temperarure exceed 93°F.

ants are stuccl to |

AT

It 2 he EQ‘!F.‘{'S Secondary Contacy sjandards at the Poin! of discharge. C“,'“,Ed. IS 10l proposing (o
I‘m_qi those slan&ar’ds.' - PR Patiah by i , .
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